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APPENDIX A

RELATED PUBLICATIONS

Government Publications.
Department of the Army.

TM 5-650 Central Boiler Plants
TM 5-745 Heating, Ventilating, Air Conditioning and Sheet Metal Works
TM 5-785 Engineering Weather Data
TM 5-810-1 Mechanical Design-Heating, Ventilating and Air Conditioning
TM 5-843-3 Ground Storage of Coal

Non-Government Publications.
Air Conditioning and Refrigeration Institute (ARI), 1501 Wilson Blvd., 6th Floor., Arlington, VA

22209
Guideline F-88 Selection, Installation and Servicing of Residential Humidifiers
Standards:

610-82 Central System Humidifiers
670-85 Fans and Blowers
680-86 Residential Air Filter Equipment

American Boiler Manufacturers Association (ABMA), Suite 160, 950 N. Glebe Rd., Arlington, VA
22203

Boiler Water Limits and Steam Purity Recommendations for Watertube Boilers (3rd Edition, 1982)
Boiler Water Requirements and Associated Steam Purity for Commercial Boilers (1st Edition, 1984)
Guidelines for Burner Adjustments of Commercial Oil-Fired Boilers
A Guide to Clean and Efficient Operation of Coal Stoker Fired Boilers
Lexicon — Boiler and Auxiliary Equipment (5th Edition, 1987) Operation and Maintenance Safety

Manual
Thermal Shock Damage to Hot Water Boilers as a Result of Energy Conservation Measures
American Gas Association (A GA), 1515 Wilson Blvd., Arlington, VA 22209
Directory of Certified Appliances and Accessories
Standards:

Z21.8-84 Installation of Domestic Gas Conversion Burners
Z21.13-87 Gas-Fired Low Pressure Steam and Hot Water Boilers
Z21.47-87 Gas-Fired Central Furnaces
Z21.66 Automatic Vent Damper Devices for Use with Gas-Fired Appliances
Z83.6-87 Gas-Fired Infrared Heaters
Z83.8-85 Gas Unit Heaters

American Society of Heating, Refrigeration, and Air Conditioning Engineers (ASHRAE), 1791
Tullie Circle, NE., Atlanta, GA 30229

Handbooks:
HVAC Systems and Applications, 1987
Equipment, 1988
Fundamentals, 1989
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American Society of Mechanical Engineers (ASME), 45 East 47th Street, New York, NY 10017
Boiler and Pressure Vessel Code, and Interpretations:

Section IV Construction of Heating Boilers
Section VI Recommended Rules for Care and Operation of Heating Boilers
Section VIII Pressure Vessels, Division 1

National Fire Protection Association (NFPA), Batterymarch Park, Quincy, MA 02269 National Fire
Codes:
31 Standard for Installation of Oil Burning Equipment
54 National Fuel Gas Code
85A Standard for Prevention of Furnace Explosions in Fuel-Oil and Natural

Gas-Fired Single Burner Boiler Furnaces
851 Recommended Practices for Stoker Operation

Sheet Metal and Air Conditioning Contractors* National Association (SMACNA), 8224 Old
Courthouse Rd., Vienna, VA 22180

HVAC Duct Construction Standards, Metal and Flexible
HVAC Systems — Testing, Adjusting and Balancing
Installation Standards for Heating, Air Conditioning and Solar Systems


